
This Document contains both work scope summaries for both proposals;  
East & West Michigan   Files 511/10104.MNB & 511/10103. MNB 
 
Maintenance shop repairs   eyewashes 
Eastern Michigan     Deluge air 
      Vehicle exhaust 
Selfridge FMS    GFI outlets 
-Hazmat eyewash    Special outlets (Hetra) 
-Tire storage     compressor sound absorb 
-Wash rack     Dark Lighting 
-Fuel system     Temp control setback 
-Mezzanine ungrounded conductor 
-Repair emergency light at stairs 
-Water   
-Check vehicle exhaust 
-Rear exit door, tripping hazard 
 
Selfridge AASF#2 
-Hazmat eyewash 
-Install office window 
-Repair/replace overhead doors 
-Install gfci outlets 
-Hanger lighting 
-Hanger heat-deluge 
-Install exit signs 
-Air hose drops (4) 
-Water hose drops (4) 
-Ventilation system for hydraulic purifier 
-Security system-access system 
 
Flint FMS 3 
-Hazmat eyewash 
-Upgrade electric 
-Roof  
-Replace door/reverse swing 
-GFCI outlets 
-Check vehicle exhaust 
 
Washtenaw FMS 17 
-Hazmat eyewash 
-Deluge air 
-Men’s room sink 
-Compressor room elect hazard 
-tool room electrical hazard 
-Gfi outlet in furnace room 
-Daisy chained wiring-add new 
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-Welding outlet 
-Loading ramp 
**bay in cold storage**  
**crane in cold storage** 
 
Midland FMS 22 
-Hazmat eyewash 
-Upgrade lighting parts storage 
-Replace compressor and sound abatement (2) 
-Exhaust reels interior 
-Office  
-Workout space 
-Overhead crane 
-Deluge air 
-Wash rack 
-Gfi outlets in shop #2 
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Maintenance shop repairs    Eyewashes 50’ from hazmat 
File 511/10103.MNB- Western Michigan   Deluge air 
       Vehicle exhaust 
Grand Ledge FMS 1     GFI outlets 
-Hazmat eyewash     Special outlets (Hetra) 
-Vehicle loading ramp     compressor sound absorb 
-Wash rack      Dark Lighting 
-Tool room modifications    temp control setback 
-Check vehicle exhaust 
-*tire storage/parts storage 
-Battery room exhaust fan replace 
 
Wyoming FMS 4 
-Install exit signs 
-Check vehicle exhaust 
-Upgrade lighting 
-Deluge air 
-Climate control of parts room 
-Air lines/air dryer 
-Replace eyewash. Shower 
-Break room, open electrical hazard 
-Emergency lighting 
 
Montague FMS 24 
-Vehicle exhaust 
-25 ton press 
-Replace roof  
 
Sault Ste Marie 16A 
-Wash rack (w crane) 
-Deluge air (old side) 
-Vehicle exhausts (old) 
-Air compressor sound dampening 
-Install emergency lighting 
 
Ishpeming 16B 
-Redo concrete at sloping floors 
-Air compressor sound dampening 
-Install emergency lighting 
-Stair railing 
 
Kingsford 16C 
-Air compressor sound dampening 
-Install emergency lighting 

 

 3



 
Fort Custer UTES 
 
-Overhead door operators 4464 
-Deluge air 
-Ceiling-energy 
-Vehicle exhausts 4464  
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