071I9200216—REBUILD PUMP SPECIFICATIONS
Complete rebuild of (2 ea) Johnston 24 MS-2 Stage Vertical Pumps

MDOT River Rouge Pump Station, I-696/US24/M10 Interchange, Southfield, MI
Serial # TW34019
Serial# TW34020

Estimated new parts required for rebuilding each pump:

Quantity

8 - Enclosing Tube Bearing 

4 Sets – hardware

1 – Bowl Gasket

1 – Stuffing Box Bearing

1 – Head Gasket

1 – Cascade Bowl Assembly, 24 MS -2 Stage Mixed Flow

2 – Column Gaskets

2 – Line Shaft Couplings

1 set – Packing

1 set – Enclosure Tubes

Vendors shall list any additional parts and hardware needed or, specify “None”, below: 

_________________________________________________  

_________________________________________________ 

Awarded vendor shall Coal Tar Epoxy all column tubes, discharge head and bowl assembly, check to insure proper lift and free rotation of all moving parts, and

paint and preserve pump prior to delivery.

Awarded vendor is responsible for the measurement of all Pump Station operating clearances.

Awarded vendor shall pick-up first pump for rebuild and return to the Pump Station upon completion of rebuild and pick-up second pump for rebuild which will be returned to the Pump Station upon completion of rebuild.

Awarded vendor shall provide a minimum 1 year warranty from date of installation. 

MDOT shall provide crane w/operator for removal and delivery of pumps.  MDOT shall also provide any confined space entry needed.

Minimum vendor requirements for award eligibility:

Awarded vendor shall have a minimum of 10 years experience repairing and rebuilding Johnston Vertical Pumps. 

Vendor shall have the ability to transport pumps to and from the jobsite located at River Rouge Pump Station located at the I-696/US24/M10 interchange, Southfield, Mi. 

Vendor shall have shop facilities and personnel capable of assembly and disassembly of pumps up to sixty foot in length. 

Vendor shall be capable of doing any in-house machining required to rebuild the pumps.   

Vendor shall submit a list of a minimum of 5 references for rebuild of Johnston Vertical Pumps.

Please specify your FOB Delivered price to rebuild these pumps below.

$____________per rebuilt pump X 2 pumps = $________________________________ TOTAL
SIGNATURE AUTHORITY

I/We certify that the undersigned is authorized to submit bids/quotations on behalf of __________________.  The information provided about __________________________ ability to provide the goods and/or services outlined in this solicitation document is true and accurate.  I/We understand that our product and/or service offerings must be in compliance with all requirements of this solicitation document. 

___________________________________________

Name of Bidder/Contractor/Supplier

___________________________________________

___________________________________________

___________________________________________

___________________________________________

Address of Contractor/Supplier

___________________________________________

Telephone and Fax No. of Contractor/Supplier

___________________________________________

E-mail Address of Contractor/Supplier

____________________________________________

Signature of Contractor/Supplier’s Authorized Representative

___________________________________________

Title of Supplier Representative

______________________________

Date

____________________________________________

Additional Signature 

Contractor/Supplier’s Authorized Representative

___________________________________________

Title of Supplier Representative

______________________________

Date
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