3RD QUARTER
WATER QUALITY PARAMETER MONITORING

WATER PLANT & FACILITIES

SAMPLE POINT IDENTIFICATION PARAMETERS AND RESULTS
Dist. Location #|Sample Point ~ Name Samole date|  Tech Temperature Conductivity pH Total Alkalinity | Calcium Hardness Turbidity Iron Chloride Phosphate
(previous #) & Address P (°C) (mS) (su) (mg/L CaCOz) | (mg/L Caz+) | (mg/L CaC03) (NTU) (mg/L) (mg/LCI7) (mg/L P04)
#14 (1) Davison Rd. 8/8/2017 HK 21.5 0.23 7.62 78 30.5 102 0.09 0.02 15 3.6
#16 (2) E Court St 8/9/2017 HK 213 0.23 7.62 80 30.5 102 0.077 0.01 15 3.6
#17 (3) S. Dort Hwy 8/9/2017 HK 20.7 0.23 7.58 80 30.5 102 0.074 0.01 15 3.5
#4 Corunna Rd. 8/4/2017 HK 21.6 0.23 7.49 80 32.9 102 0.279 0.03 15 3.6
#1(9) Chevraolet Ave. 8/4/2017 HK 21.2 0.23 7.50 78 32.9 102 0.293 0.06 15 3.7
#4 (b) MLK Blvd. 8/3/2017 HK 22,5 0.23 7.71 78 31.3 104 0.746 0.06 15 4.0
#3(7) Clio Rd. 8/3/2017 HK 214 0.23 7.59 78 31.3 102 0.14 0.01 15 3.6
#8 N. Saginaw St. 8/3/2017 HK 20.9 0.23 7.62 80 31.3 102 0171 0.01 15 3.7
K[ Control Station #2. | g/0p017 | Hk 19.7 0.23 7.46 78 30.5 102 0.153 0.01 14 1.4
N. Dort Hwy.
#5(cs) | Deder StreetReservoir | o002 | we 20.7 0.23 7.55 80 31.3 104 0.297 0.06 15 3.6
& Pump Station
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WATER PLANT & FACILITIES

3RD QUARTER
WATER QUALITY PARAMETER MONITORING

SAMPLE POINT IDENTIFICATION PARAMETERS AND RESULTS

I]isstrihutiun Sample Paint Name Temperature Conductivity pH Total Alkalinity | Calcium Hardness Turbidity Iron Chloride Phosphate

Lunfttiz:‘ " & Address Sample date|  Tech (°C) (mS) (su) | (mg/LCaCO3) | (mg/LCaz+) [(mg/LCaCOR)|  NTU) | (mo/) | (mo/LE) | (mo/LPDM)
#2 Saginaw St 8/8/2017 WB 29.8 0.24 7.60 80 31.3 104 0.116 0.01 15 3.5
#3 Beecher 8/4/2017 HK 20.9 0.23 7.47 80 32.9 102 0.177 0.02 15 3.6
#6 W. Court St 8/7/2017 WB 20.8 0.23 7.56 80 31.3 104 0.363 0.05 15 3.6
#7 Foss Ave 8/3/2017 HK 225 0.23 7.78 78 31.3 102 0.35 0.03 15 3.7
#i0 Clio Rd 8/3/2017 HK 21.3 0.23 7.62 78 31.3 100 0.122 0.01 15 3.6
#12 Barland St 8/4/2017 HK 24.5 0.23 7.48 80 329 102 0.46 0.06 15 3.9
#13 Richfield Rd 8/8/2017 HK 22.4 0.23 7.64 80 29.7 102 0.089 0.01 15 3.5
#1a Davison Rd 8/8/2017 HK 22.9 0.23 7.57 80 29.7 102 0.096 0.02 15 3.3
#8 Fenton Rd 8/8/2017 WB 22.2 0.24 7.65 80 31.3 104 0.098 0.02 15 3.3
#20 MLK Blvd 8/3/2017 HK 21.6 0.23 7.60 76 31.3 100 0.159 0.01 15 3.5




WATER PLANT & FACILITIES

3RD QUARTER
WATER QUALITY PARAMETER MONITORING

SAMPLE POINT IDENTIFICATION PARAMETERS AND RESULTS

Disst;'silt:::un Sample Paint Name Sample date|  Tech Temperature Conductivity pH Total Alkalinity | Calcium Hardness Turbidity Iron Chloride Phosphate

Location # & Address (°C) (mS) (su) (mg/L CaC03) | (mg/L Caz+) |(mg/L CaCO3) (NTU) (mg/L) (mg/LCI7) (mg/L P0Os)
#21 Leta Avenue 8/8/2017 wWB 22.0 0.24 7.66 80 30.5 102 0.165 0.02 15 34
#22 W. Home Ave 8/9/2017 HK 20.3 0.25 7.61 80 30.5 102 0.089 0.01 15 3.5
#23 Western Rd 8/8/2017 HK 20.6 0.23 7.63 80 30.5 102 0.124 0.02 15 3.6
#24 Klginpell St. 8/3/2017 HK 201 0.23 7.7 78 313 102 0.092 0.01 15 3.5
#25 Western Rd 8/4/2017 HK 211 0.23 7.73 80 313 102 0.313 0.03 15 3.5
Dupont St 8/9/2017 WB 21.8 0.23 7.61 80 30.5 102 0.086 0.01 15 3.6




	3rd quarter monitoring - PII removed
	3rd quarter monitoring(2) - PII Removed
	3rd quarter monitoring(3) - PII Removed

