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OVERHANG

2" LOG
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BEAM ABOVE

8" LOG TIE
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2" LOG

17’-8"
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5’-0"7’-0" R.O.5’-10"

OVERHANG

4" DECK

FOUNDATION

LINE OF

LOG WALL

LINE OF

2’-0"

10"

OVERHANG
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FOUNDATION
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WALL TILE
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8"! POST
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TILE WALL
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TILE SILLS
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TILE FLOOR
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CHANGING STATION
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OBSCURE

GLASS

ALL AROUND EXTERIOR FOUNDATION

GEOTEXTILE & BACK FILL WITH PEA STONE

6" FOUNDATION DRAIN, WRAPPED WITH

ALL AROUND

1/2 " EXP. JT.

WITH ALL PHASES OF CONSTRUCTION.  (SEE RADIANT FLOOR HEATING SHEET).

COORDINATE THE RADIANT FLOOR TUBING LAYOUT AND INSTALLATION

BE (.06) TREATED LUMBER.

ALL SILL PLATES IN CONNECTION WITH MASONARY FLOORING SHALL

AND MAINTAIN EXCAVATION AREAS.

CONTRACTOR SHALL TAKE ALL NECESSARY STEPS TO DEWATER 

A POSSIBLITY EXISTS FOR A HIGH WATER TABLE AT THIS SITE

SEE ELECTRICAL LAYOUT SHEET FOR ELECTRICAL GROUNDING SYSTEM DETAIL.
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FOUNDATION PLAN

ALL AROUND EXTERIOR FOUNDATION

GEOTEXTILE & BACK FILL WITH PEA STONE

6" FOUNDATION DRAIN, WRAPPED WITH
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SEE DETAIL SHEET

WALL CONNECTIONS

LOG SLIP JOINT AT ALL STUD

SEE DETAIL SHEET

WALL CONNECTIONS

LOG SLIP JOINT AT ALL STUD
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UNISEX

TILE

PORCELAIN

TILE

PORCELAIN
CERAMIC TILE PAINT WOOD MOLD. SAME AS CEILING

1/4" GLASS VISION LITE

6"x36" OBSCURE TEMP.

1/4" GLASS VISION LITE

6"x36" OBSCURE TEMP.

METAL

HOLLOW

METAL

HOLLOW

METAL

HOLLOW

METAL

HOLLOW

6 3/0 X 7/0 - 1�" D

ALUMINUM

SIZE TYPE MATERIAL FINISH

DOOR SCHEDULE
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TEXTURED
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GLASS DIVIDERS
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6 MIL PLASTIC FILM 

4" PEA GRAVEL, OVER
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1’-4"1’-4"

TILE
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TILE

PORCELAIN
CERAMIC TILE

PINE

1"X6" T&G

GYPSUM BOARD

GYPSUM BOARD

GYPSUM BOARD

TAPE & PAINT

TAPE & PAINT

TAPE & PAINT

PAINT WOOD MOLD. SAME AS CEILING

UNDER WINDOW

BENCH CENTER
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DESIGNER

TO THE LOG WALLS WITH A SLIP TYPE JOINT.

ALL 2" X 6" INTERIOR STUD WALLS SHALL BE FASTENED

3/0 X 6/8-1 3/4"

WALL TILE

PORCELAIN
DISPLAY CASE

RECESSED

DISPLAY CASES

SURFACE MOUNTED

FINISH

BRONZE

DARK
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FOUNTAIN, ETC.) SO AS TO BE SECURLY ANCHORED TO 2"X 6" WALL FRAMING.

COORDINATE ALL WALL MOUNTED HARDWARE (REST ROOM FIXTURES, DRINKING

STAIRS ABOVE
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DISTRIBUTED LIVE LOAD OF 100 psf.

THE PORCH SHALL BE CONTRUCTED TO SUPPORT A MINIMUN UNIFORMLY
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TO SUPPORT SIDEWALK

TURN TOP BLOCK 90°
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WALL FOOTING

8" FOUNDATION

FOUNDATION WALL

8" CONC. BLOCK
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TO SHAPE@ 24" O.C.

1-#4 BAR BEND

2-#4 BARS-CONT.,

OF SIDEWALK ONLY

GROUT SOLID, WIDTH

10" CONC. GRADE BLOCK

OF SIDEWALK ONLY

SOLID, RUN FULL WIDTH

TURNED ON EDGE, GROUT

8" CONC. GRADE BLOCK
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ALL AROUND EXTERIOR FOUNDATION
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EXTEND TO TOP

2" RIGID INSULATION

1
’
-
4
"

2’-0"

3
’
-
6
"

1
’
-

7
 
1
/
4
"

DRINKING FOUNTAINS

S.S. WALL MOUNTED



GRADE

4
12

RIDGE VENT

CONTINUOUS

STANDING SEAM METAL ROOFING

CLIP-MOUNTED PREFINISHED

1

1

OBSCURE

1

1

WALL CONSTRUCTION 

HALF LOG GABLE END

N0.

REVISIONS

DESCRIPTION DATE BY

     LOG CABIN REST AREA    
         ELEVATIONS         

SQUAD BOSS

CHECKED BY

DRAWN BY

SHEET     OF    

         

 SCHAFFER

 SCHAFFER

MICHIGAN DEPARTMENT OF TRANSPORTATION

        

        

1
2

3
4

5

D
R

A
W

N
 

B
Y
:
 

D
O

U
G
 

S
C

H
A

F
F

E
R
 
 
 
 
 
 
 
 
 
 

D
A

T
E
:
 

1
0
/
3
0
/
9

7

L
A

S
T
 

C
O

R
R

E
C

T
I

O
N
 

B
Y
:
 

D
.

S
C

H
A

F
F

E
R
 
 
 

D
A

T
E
:
 

0
4
/
3
0
/
9

8

F
I

L
E
 

N
A

M
E
:
 

4
6
0

1
9

A
0

2
.

D
G

N
 
 
 
 
 
 
 
 

L
A

S
T
 

A
.

D
.

S
.
 

R
E

V
I

E
W
 

B
Y
:
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
A

T
E
:
 
 
 
 
 
 
 
 
 

L
A

S
T
 

S
Q

U
A

D
 

C
H

E
C

K
 

B
Y
:
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
A

T
E
:
 
 
 
 
 
 
 
 
 

C
O

N
T

R
O

L

S
E

C
T
I

O
N

J
O

B

N
O
.

S
H
.

N
O
.
 
 
 

4
6
0

1
9
 
 
 
 

CEDAR TRIM

1"X6" ROUGH SAWN

3
’
-

4
"

TOP OF FULL LOG WALLS 

8
’
-

4
�

"
 
-
 

1
2
 

C
O

U
R

S
E

S

3
’
-

5
�

"

HALF LOG GABLE ENDS 

7
’
-

9
"

<

GRADE

4

12

RIDGE VENT

CONTINUOUS

STANDING SEAM METAL ROOFING

CLIP-MOUNTED PREFINISHED

1

1

LOG CORNERS

SCULPTURED

1

1

WALL CONSTRUCTION 

HALF LOG GABLE END

(TYP.) ALL AROUND

5/4" X 8" CEDAR FASCIA

3
’
-

4
"

TOP OF FULL LOG WALLS 

8
’
-

4
�

"
 
-
 

1
2
 

C
O

U
R

S
E

S

3
’
-

5
�

"

HALF LOG GABLE ENDS 

7
’
-

9
"

<

INTO FOUNDATION DRAIN

TIE DOWNSPOUT SYSTEM

(
7
 

L
O

G
 

C
O

U
R

S
E

S
)

4
’
-

9
 
3
/
4
 
"
 

R
.

O
.

2
’
-

6
"
 

R
.

O
.

M
O

U
N

T
E

D
 

D
I

S
P

L
A

Y
 

C
A

S
E

5
’
-

0
"
 

S
U

R
F

A
C

E
2
’
-

0
"

LOG CORNERS

SCULPTURED

WALL CONSTRUCTION 

10"! FULL EXTEROIR LOG

ALL AROUND

CEDAR TRIM

5/4" X 6" ROUGH

RIDGE VENT

CONTINUOUS

8"! PORCH POST

GRADE

3
’
-

5
�

"
7
’
-

9
"

<

INTO FOUNDATION DRAIN

TIE DOWNSPOUT SYSTEM

ALL AROUND

FASCIA (TYP.)

5/4" X 8" CEDAR

STANDING SEAM METAL ROOFING

CLIP-MOUNTED PREFINISHED

DEEP FOREST GREEN FINISH
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4" CONCRETE

TOP OF FND.

BROOM FINISH

SLAB LIGHT
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DEEP FOREST GREEN FINISH

STANDING SEAM METAL ROOFING

CLIP-MOUNTED PREFINISHED

CLEAR OUTER ACRYLIC DOME

WHITE INNER ACRYLIC DOME,

48" X 48" SKYLIGHT OBSCURE

DOWNSPOUT

CLEAR OUTER ACRYLIC DOME

WHITE INNER ACRYLIC DOME,

48" X 48" SKYLIGHT OBSCURE

CLEAR OUTER ACRYLIC DOME

WHITE INNER ACRYLIC DOME,

48" X 48" SKYLIGHT OBSCURE

INSULATION GLASS

WITH 1" OBSCURE

ALUMINUM FRAME

THERMALLY-BROKEN

INSULATION GLASS

WITH 1" OBSCURE

ALUMINUM FRAME

THERMALLY-BROKEN

AT 11th LOG FOR GABLE END WINDOWS

LOG HEADER COURSE

AR 2/9 
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B
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REST ROOM WINDOWS ONLY

11 th LOG HEADER COURSE

WITH 1" CLEAR INSULATION GLASS

THERMALLY-BROKEN ALUMINUM FRAME

SEE SITE SHEET FOR DETAIL

FLUSH TO PORCH DECKING

4" CONCRETE SIDEWALK

WITH PEA STONE

WRAPPED WITH GEOTEXTILE & BACK FILL

6" FOUNDATION DRAIN, ALL AROUND

WITH PEA STONE

WRAPPED WITH GEOTEXTILE & BACK FILL

6" FOUNDATION DRAIN, ALL AROUND

SEE SITE SH. FOR DETAILS

4" CONC. SIDEWALK

STANDING SEAM METAL ROOFING.

FINISHED TO MATCH THE COLOR OF THE 

PIPES AND/OR GRILLES ARE TO BE

ALL ROOF MOUNTED ITEMS, STACKS,

 

NOTE:

GUTTER FRONT PORCH ONLY

PORCH ONLY

GUTTER FRONT
SEAM METAL ROOF

FASTENS TO STANDING

SNOW GUARD SYSTEM

WITH PEA STONE

WRAPPED WITH GEOTEXTILE & BACK FILL

6" FOUNDATION DRAIN, ALL AROUND

WITH PEA STONE

WRAPPED WITH GEOTEXTILE & BACK FILL

6" FOUNDATION DRAIN, ALL AROUND

ELE. 755.00

FINISH FLOOR

ELE. 755.00

FINISH FLOOR

ELE. 755.00

FINISH FLOOR

ELE. 755.00

FINISH FLOOR

LENGHT OF PORCH ROOF ONLY

STANDING SEAM METAL ROOF, FULL

SNOW GUARD SYSTEM FASTENS TO

7
5
0

6
1
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4

AR5

FRAME INSULATION GLASS

THERMALLY-BROKEN ALUMINUM
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2"X 8" TREATED SILL PLATES

22 88

FOUNDATION WALL

8" CONC. BLOCK

BOLTS, GROUT SOLID.

WALLS WITH 2~1/2"! X 24" ANCHOR

ANCHOR ALL PORCH POST TO MASONRY

GRADE

2 8

28

CEDAR TRIM

5/4" X 8" ROUGH

W/INSECT SCREEN

1" CLEAR AIR SPACE

8"! PORCH POST

4

12

1

1

8

12

�" GYPSUM BRD.

RIDGE VENT

CONTINUOUS

ROUGH CEDAR

1" X 6" T & G

2" X6" @ 16" O.C. W/HANGERS

SHEATHING FOR VENTILATION

4" CONTINOUS GAP IN

STANDING SEAM METAL ROOFING

CLIP-MOUNTED PREFINISHED

2" X 8" 16" O.C.

�" CDX SHEATHING

#30 ROOFING FELT

OVERHANG

2’-0"

ALL AROUND

CEDAR TRIM

5/4" X 6" ROUGH

W/1"MIN. AIR SPACE

12" R30 INSULATION

LOUVERED VENT

CONTINOUS SCREENED

LOUVERED VENT

CONTINOUS SCREENED

FOR HALF LOG PORCH GABLES

2"X 4"@16" O.C. FRAMING

1

1

8

12

9

"
 

M

IN

 
C
U

R

B
 

H
E

IG

H
T

STRAPES 24" O.C. (TYP.)

TRUSS TIE DOWN

SEE DETAIL THIS SHEET

FASTEN TO TRUSS 48" O.C. (TYP.)

1" HARDWOOD DOWEL SLIP JOINT

TRUSS 24" O.C. (TYP.)

SCISSOR ROOF

WALL CONSTRUCTION 

10"! FULL EXTEROIR LOG
W/6" BATT INSULATION

2" X 6" STUD WALL FRAMING

BEVEL TOP PLATE AS REQUIRED

WALL FRAMING & SCISSOR TRUSS

2" CLEAR SPACE BETWEEN 2" X 6" STUD

DRILL HOLE IN TOP PLATE

FASTEN TO TRUSS 48" O.C. (TYP.)

1" HARDWOOD DOWEL SLIP JOINT

PAINT SAME AS FINISHED CEILING

TO ROOF TRUSS ONLY

1" X 4" TRIM BOARD FASTEN

1

1

�" GYPSUM BRD.

SAME AS FINISHED CEILING

1" X 4" TRIM BOARD PAINT

NOT SHOWN FOR CLARITY

W/1"MIN. AIR SPACE

12" R30 INSULATION

LOG/ROOF TRUSS SETTLING DETAIL

12" R30 INSULATION

3
’
-

4
"

6" 6"

LAP 12" AT SPLICES

3-#4 BARS-CONT.

8"

CLASS II GRANULAR BACKFILL

SKYLIGHT

48" X 48"

MECH. EQUIPMENT, VENTILATION, ETC.

AND OVER DUCTS LIGHT FIXTURES,

PLACE ALL AROUND SKYLIGHTS

12" R-30 INSULATION  FASTEN IN

4

CAULK

DEADBOLT

OBSCURE

WOMEN

CLOSER

COVE BASE
KICKPLATE

OPP. SIDE

WIRE PULL

PUSH PLATE

5
’
-

0
"
 

C
E

N
T

E
R
 

O
F
 

L
E

T
T

E
R

S

7
’
-

6
"
 

BULLNOSE
4" X 4" CERAMIC TILE

4’-0" O.C. GROUT SOLID

�"! X 24" ANCHOR BOLTS

AND 8" DIA. PORCH POST

BETWEEN 2"X 8" SILL PLATE

1" CLEAR AIR SPACE 

3" TILE SETTING BED

PORCELAIN TILE FLOOR OVER

TILE WALL

4" X 4" CERAMIC

AND EXTENDING 2’-0" FROM WALL

FULL HEIGHT OF FOUNDATION WALL

2" RIGID INSULATIONFOUNDATION WALL

8" CONC. BLOCK

2 8

�" MASONRY BOARD

6 mm VAPOR BARRIER

UNDISTURBED EARTH

UNDISTURBED EARTH

FOOTING REST ON

CEDAR

5/4" X 8"

ROOFING MATERIAL AND COLOR

DOWNSPOUT SYSTEM TO MATCH

PREFINISHED METAL GUTTER AND

28’-8"
9’-2"

OVER 6 MIL FILM

BACKFILL WITH PEA GRAVEL

WALL CONSTRUCTION 

10"! FULL EXTEROIR LOG

SECTION A-A
�" = 1’-0"AR7

A A

W/JOIST HANGERS

2" X 10" SKYLIGHT FRAMING

W/2" X 6" TOP CORD MIN.

DOUBLE @ SKYLIGHTS AND GABLE ENDS,

PREENGINEERED SCISSORED ROOF TRUSSES 24" O.C.

PORCH FOUNDATION DETAIL

1
’
-

0
"

WALL REINFORCEMENT 16" O.C.

#9 GA. GALV. TRUSS TYPE

AND @ ALL CORNERS

�" X 24" ANCHOR BOLTS 48" O.C.

W/GAL. JOIST HANGERS

TREATED JOIST & LEDGER

2"X 8" @ 16" O.C.

OF BOTTOM JOIST

BACKFILL TO WITHIN 6"

.006 MIL PLASTIC FILM 

4" PEA GRAVEL, OVER

DOORS & JAMBS

TOILET PARTITIONS

SOLID PHENOLIC

AR4/9

W/6" BATT INSULATION

W/SLIP TYPE JOINT 

2" X 6" @ 16" O.C.

SUB. FLOOR

4" CONC.

AR4

1

AR4

1

AR4

2

AR4

2

SEE TUBING LAYOUT FOR DETAILS

SUBFLOOR TIE TO 6"X6"-W1.4 X W1.4

CENTER OF RADIANT TUBING IN 4" CONC.

W/CAPILLARY BREAK

2"X 8" TREATED SILL PLATES

MANUFACTURES REP.

CORNERS CUT BY AN EXPERIANCE 

5’-0"! SCULPTURED LOG

MANUFACTURES REP.

CORNERS CUT BY AN EXPERIANCE 

5’-0"! SCULPTURED LOG

FASTEN W/DECK SCREWS

�" MAX. SPACING

2" X 6" TREATED DECKING

COLOR FULL LENGHT OF PORCH ROOF ONLY

STANDING SEAM METAL ROOF MATCH ROOF

SNOW GUARD SYSTEM FASTENS TO

CLEAR OUTER ACRYLIC DOME

OBSCURE WHITE INNER ACRYLIC DOME

1

E
Q
U
A
L

E
Q
U
A
L

SKYLIGHT

48" X 48"

�" GYPSUM BRD.

SKYLIGHT DETAIL

4’-6" R.O. <

3
’
-
1
0
�
"
 
R
.
O
.

1

3’-10"<

CONTACT WITH 4" CONCRETE SIDEWALK

CHAMFER DECKING EDGE WHERE NOT IN

22 88

4’-0" O.C. GROUT SOLID

�"! X 24" ANCHOR BOLTS

W/INSECT SCREEN

1" CLEAR AIR SPACE

CEDAR TRIM

5/4" X 8" ROUGH

FOUNDATION WALL

8" CONC. BLOCK

AND 8" DIA. PORCH POST

BETWEEN 2"X 8" SILL PLATE

1" CLEAR AIR SPACE 

W/ GAL.�" BOLTS & WASHERS

ANGLE CLIPS PER POST

2 (TWO)  GALVANIZED

W/4" CONCRETE SIDEWALK

WHERE NOT IN CONTACT

CHAMFER DECKING EDGE

WITH GEOTEXTILE & BACK FILL WITH PEA STONE

6" FOUNDATION DRAIN, ALL AROUND WRAPPED

FOUNDATION WALL LINE

8" CONC. BLOCK

W/ TWO (2) GAL.�" BOLTS & WASHERS

4" X 4" X1/4" GALVANIZED ANGLE CLIP

GROUT FOUNDATION SOLID

�"! X 24" ANCHOR BOLTS

GROUT FOUNDATION SOLID

�"! X 24" ANCHOR BOLTS
HOLE AS REQUIRED

SLOT CLIP ANGLE

PER POST W/ GAL.�" BOLTS & WASHERS

2 (TWO)  GALVANIZED ANGLE CLIPS

8" LOG PORCH SUPPORT PLAN

8" LOG PORCH SUPPORT SECTION

& CLIP ANGLES

8"! PORCH POST

7
5
0

6
1

4
6
0

1
9
 

A

NOTCH FOR SILL PLATES

TREATED JOIST

2"X 8" @ 16" O.C.
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2"X 8" TREATED SILL PLATES

2 88

BOLTS, GROUT SOLID.

WALLS WITH 2~1/2"! X 24" ANCHOR

ANCHOR ALL PORCH POST TO MASONRY

8"! PORCH POST

4

12

1

1

RIDGE VENT

CONTINUOUS

ROUGH CEDAR

1" X 6" T & G

2" X6" @ 16" O.C. W/HANGERS

SHEATHING FOR VENTILATION

4" CONTINOUS GAP IN

STANDING SEAM METAL ROOFING

CLIP-MOUNTED PREFINISHED

2" X 8" 16" O.C.

�" CDX SHEATHING

#30 ROOFING FELT

OVERHANG

2’-0"

W/1"MIN. AIR SPACE

12" R30 INSULATION

LOUVERED VENT

CONTINOUS SCREENED

LOUVERED VENT

CONTINOUS SCREENED

FOR HALF LOG PORCH GABLES

2"X 4"@16" O.C. FRAMING

1

1

STRAPES 24" O.C. (TYP.)

TRUSS TIE DOWN

SEE DETAIL THIS SHEET

FASTEN TO TRUSS 48" O.C. (TYP.)

1" HARDWOOD DOWEL SLIP JOINT

12" R30 INSULATION

WITH PEA STONE, TIE INTO STORM INLET

WRAPPED WITH GEOTEXTILE & BACK FILL

6" FOUNDATION DRAIN, ALL AROUND

CLASS II GRANULAR BACKFILL

4’-0" O.C. GROUT SOLID

�"! X 24" ANCHOR BOLTS

AND 8" DIA. PORCH POST

BETWEEN 2"X 8" SILL PLATE

1" CLEAR AIR SPACE 

UNDISTURBED EARTH

FOOTING REST ON

CEDAR

5/4" X 8"

ROOFING MATERIAL AND COLOR

DOWNSPOUT SYSTEM TO MATCH

PREFINISHED METAL GUTTER AND

28’-8"
9’-2"

OVER 6 MIL FILM

BACKFILL WITH PEA GRAVEL

SECTION B-B
�" = 1’-0"AR7

B B

W/2" X 6" TOP CORD MIN.

DOUBLE @ SKYLIGHTS AND GABLE ENDS,

PREENGINEERED SCISSORED ROOF TRUSSES 24" O.C.

1

VACUUM BREAKER

HOSE

STEEL SPLASH PANEL

12" HIGH STAINLESS

36" JANITOR SHELF

SERVICE SINK

24" X 24"

2TO WIRE AS REC. BY MANUFACTURE

TIE RADIANT FLOOR HEATING 

6" X 6"-#10 W.W. MESH

4’-0"

4"

LIGHTLY BROOM

STEEL TROWEL FINISH

1
’
-
0
"

3
’
-

0
"

5
"

1
"

4"8"

FLASHING

3’-4"

�" EXP. JT.

BACKFILL

DO NOT

12" WALL 16" O.C. VERTICALLY

WALL REINFORCEMENT FOR

#9 GA. GALV. TRUSS TYPE

2"

W/BATT INSULATION

2" SETTLING SPACE

FORM

CORR. METAL

8"

W/BATT INSULATION

2" SETTLING SPACE

PINE TRIM

1" X 6"

CLEAR

TIE BEAM

8"! LOG

6
SMOOTH FINISH

CONCRETE FLOOR

W/2-#4 BARS, 3" MIN. COVERAGE

THICKENED FLOOR SLAB

AS FINISHED CEILING

TRIM BOARD PAINT SAME

12" R30 INSULATION

2" SETTLING SPACE

W/BATT INSULATION

2" X 6" @ 16" O.C.

AR 5/9

AR4

2
SIM.

KNOTTY PINE

1" X 6" T&G

3
’
-

4
"

6" 6"

LAP 12" AT SPLICES

3-#4 BARS-CONT.

8"

AND EXTENDING 2’-0" FROM WALL

FULL HEIGHT OF FOUNDATION WALL

2" RIGID INSULATION

UNDISTURBED EARTH

1
’
-

0
"

WALL REINFORCEMENT 16" O.C..

#9 GA. GALV. TRUSS TYPE

W/GAL. JOIST HANGERS

TREATED JOIST & LEDGER

2"X 8" @ 16" O.C.

OF BOTTOM JOIST

BACKFILL TO WITHIN 6"

.006 MIL PLASTIC FILM 

4" PEA GRAVEL, OVER

SAWN CEDAR

1" X 6" ROUGH
1" X 6" PINE TRIM

3
"

ALUMINUM THRESHOLD OVER 3" TILE SETTING BED

12" X 12" PORCELAIN TILE FLOOR

AR5

3

AR5

3

�" EXP. JT.

STEEL SHELVING 

4 - 18" X 7’-6"

�" GYP. BOARD

1

EXTERIOR FLUSH DOOR

ANODIZED ALUMINUM INSULATED

HEATING TUBES

RADIANT FLOOR

2"X 8" TREATED SILL PLATES

22 88

FOUNDATION WALL

8" CONC. BLOCK

1" CLEAR AIR SPACE 

& BACK FILL WITH PEA STONE.

AROUND WRAPPED WITH GEOTEXTILE

6" FOUNDATION DRAIN, ALL

ANCHOR BOLTS, GROUT SOLID.

WALLS WITH 2~1/2"! X 24" GALVANIZED

ANCHOR ALL PORCH POST TO MASONRY

PORCH FOUNDATION DETAIL

AR5

4

MANUFACTURES REP.

CORNERS CUT BY AN EXPERIANCE 

5’-0"! SCULPTURED LOG

MANUFACTURES REP.

CORNERS CUT BY AN EXPERIANCE 

5’-0"! SCULPTURED LOG

SILL PLATES AS REQUIRED

2"X 8" @ 16" O.C. NOTCH FOR

TO SHAPE@ 24" O.C.

1-#4 BAR BEND

2-#4 BARS-CONT.,

�" EXP.JT.

UNDISTURBED EARTH

SLOPE �"/FT 

SEE SITE SHEET FOR LAYOUT

REST ON BUILDING FOUNDATION

4" CONC. SIDEWALK

FOR TUBING LAYOUT

SEE SHEET RADIANT FLOOR HEATING

SUBFLOOR TIE TO 6"X6"-W1.4 X W1.4

CENTER OF RADIANT TUBING IN 4" CONC.

WIDTH OF SIDEWALK ONLY

GROUT SOLID 

10" CONC. GRADE BLOCK FULL

2

SEE SITE SHEET FOR LAYOUT

REST ON BUILDING FOUNDATION

4" CONC. SIDEWALK

LAP 12" AT SPLICES

3-#4 BARS-CONT.

BACK ELEVATION ONLY

1’-9" OVERHANG

PER POST W/ GAL.�" BOLTS & WASHERS

2 (TWO)  GALVANIZED ANGLE CLIPS

WIDTH OF SIDEWALK ONLY

90<, GROUT SOLID, RUN FULL

8" CONC. GRADE BLOCK TURNED

AT LOBBY ENTRANCE DOOR

PORCH FOUNDATION DETAIL

DISAPPEARING STAIR

FRAMING DETAIL

SEE SHEET AR3 FOR CEILING

DISAPPEARING STAIR FRAMING

INSUL. &�" PLYWOOD ATTIC FLOOR

2" X 12" @ 16" O.C. W/12" BATT

ELEV. 755.50

FIN. FL.

8
’
-

4
�

"
 
-
 
1
2
 

C
O

U
R

S
E

S

TOP OF LOG WALL

SAND SMOOTH ALL SHARP EDGES

SCREW TO 2" X 8" FRAMING

2" X 6" TREATED DECKING

SAND SMOOTH ALL SHARP EDGES

SCREW TO 2" X 8" FRAMING

2" X 6" TREATED DECKING

7
5
0

6
1

4
6
0

1
9
 

A

NOTCH FOR SILL PLATES

TREATED JOIST

2"X 8" @ 16" O.C.



UTILITY

5

PHONE

1
5
’
-
0
"

FLOOR PLAN
SCALE: �"=1’-0"

B
2

AR3
AR5

26"

13’-6"

F.D.
SLOPE

 1/32"/FT

VENDING AREA

DISP. CASE

5
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18" 18"

RAIL MIN.

42" HAND

16"
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-
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F.D.

1
’
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0
"

1
’
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0
"

1’-2"

1’-0"

-  CONCRETE BLOCK MASONRY

’LEGEND’

-  BRICK VENEER

-  STRESS SKIN PANEL WALL

AR8

3

- -  SHEET NUMBER

 

- -  DETAIL NUMBER

   GROUTED SOLID

-  CONCRETE BLOCK WALL 

2’-0"

2
’
-
0
"

SEE SHEET AR4

CORNER BRICK DETAIL

LOBBY 1

F.D.F.D.

12’-0"

8"

11’-0"

MEN

2’-0"

2
’
-
0
"

SEE SHEET AR4

CORNER BRICK DETAIL
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CLOSET
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RAIL MIN.
42" HAND 16" 26"
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CAULK

OPP. SIDE

PUSH PLATE

OPP. SIDE

KICKPLATE

OPP. SIDE

CLOSER

CAULK

LOCKSET

9"

OBSCURE

WIRE PULL

10 9

OPP. SIDE

PUSH PLATE

OPP. SIDE

KICKPLATE

OPP. SIDE

CLOSER

CAULK

OBSCURE

WIRE PULL

6"

CENTER OF

ORIFICE

2’-0"

SECTION B-B

3
9
"
 

S
T

A
N

D
A

R
D

3
6
"
 

M
A

X
.
 

H
A

N
D
I

C
A

P

6"3’-0"

3
9
"
 

S
T

A
N

D
A

R
D

3
6
"
 

M
A

X
.
 

H
A

N
D
I

C
A

P

B

B

PUSH PLATE

PUSH PLATE

LOCKSET

LOCKSET
LOCKSET

SEE DETAIL SHEET AR16

REST ROOM HANDICAP SIGN

3/4"= 1’-0" D

6
’
-
0
"

1
’
-
0
"

1
’
-
0
"

6’-8"

4" 4"

PAINT SAME AS CEILING

WOOD TRIM ALL AROUND

LOBBY ELEVATION  U 6" X 8" COVE BASE TILE

KICKPLATE

3/4"= 1’-0"

CAULK

LOCKSET

9"

OBSCURE

WIRE PULL

87

6"

PUSH PLATE

LOCKSET

LOBBY ELEVATION  E

CAULK

3

3’-0"

1
2
"

1
2
"

1
2
"

OPPOSITE WALL SIMILAR

LOCKSET OBSCURE

WIRE PULL

6

6"

HEADS & JAMBS

4" X 4" CERAMIC TILE

HEADS & JAMBS

TILE (POLISHED)

12" X 12" WALL

5
’
-

0
"

CORNERS & EDGES

WALL, TILE WITH BULL NOSE

6" X 4’-0" MASONRY WING
TILE (POLISHED)

12" X 12" WALL

MATCH WALL TILE

4" X 4" COVE BASE TILE

SEE SHEET AR16 FOR DETAILS

WITH ALUMINUM BACKER PLATE

LETTERS, BOTH SIDES OF DOORS

3" HIGH SURFACE APPLIED

OVER WALL TILE

BASE TILE

6" X 8" COVE

KICKPLATE

1

LOBBY

8’-0"6"

                            

3 - 3’-0" UPRIGHTS

VENDING CLOSET ELEVATION  X

3’-0"3’-0"

3 - 16" X 6’-7" SHELVES 

SERVICE SINK

24" X 24"

FLOOR MOUNTED

SERVICE SINK

24" X 24"

FLOOR MOUNTED

ALL AROUND

CAULK

OPP. SIDE

WIRE PULL

INTERIOR LOBBY DOORS

2�" OFFSET TYP. ALL

& 4"MIN. BEARING

PIN BOTH ENDS

W/4 -#4 BARS,

CONCRETE LINTEL

2" X 12" LOBBY WALL PLATE

LINTEL PINS EPOXY ANCHOR BOTH ENDS

4" MIN. BEARING EACH END, 12"-#4

TYP. OVER DR#3,4,5,6,7,8,9,10

8"X14" CONCRETE LINTEL W/4 #4 BARS

ROOM SIDE

TYPICAL REST

BOTH SIDES ALL DOORS

W/#4 VERT BARS 32"O.C.

SOLID, FULL HEIGHT

GROUT LOBBY WALL

BOTH SIDES ALL DOORS

W/#4 VERT BARS 32"O.C.

SOLID, FULL HEIGHT

GROUT LOBBY WALL

4"MIN. BEARING & #4 PINS BOTH ENDS

CONCRETE LINTELW4 -#4 BARS,

OVER WALL TILE

MATCH WALL TILE, INSTALL

6" X 8" COVE BASE TILE,

ALL AROUND

CAULK

SLOT

LETTER

OPP. SIDE

WIRE PULL

OPP. SIDE

WIRE PULL

OPP. SIDE

PUSH PLATE

OPP. SIDE

KICKPLATE

OPP. SIDE

CLOSER

S
I

G
N

S
 

&
 

L
E

T
T

E
R

S

5
’
-

0
"
 

C
E

N
T

E
R
 

O
F
 

A
L

L
 

H
A

N
D
I

C
A

P
SEE DETAIL SHEET AR16

REST ROOM HANDICAP SIGN

OPP. SIDE

KICKPLATE

LOCK

PRIVACY

OPP. SIDE

PUSH PLATE

OPP. SIDE

KICKPLATE

OPP. SIDE

CLOSER

WRAP TILE AROUND HEADS & JAMBS

12" X 12" WALL TILE (POLISHED)

T
O

P
 

M
A

S
O

N
R

Y
 

W
I

N
G
 

W
A

L
L

7
’
-

0
"

OVER WALL TILE

6" X 8" COVE BASE TILE

SEE SHEET AR16 FOR DETAILS

WITH ALUMINUM BACKER PLATE

LETTERS, BOTH SIDES OF DOORS

3" HIGH SURFACE APPLIED

SEE SHEET AR16

APPLIED LETTERS

2" HIGH SURFACE

SEE MECHANICAL SHEETS FOR DETAILS

47" HIGH TO FACILITATE SHELVING INSTALLATION

ALL PIPE RUNS SHALL BE INSTALLED  A MAX. OF

SPLASH PANEL

12" HIGH S.S.

END WALL ONLY

4" PVC COVE BASE

CENTER OVER SINK

36" JANITOR SHELF

WALL - PAINT

8" CONCRETE BLOCK

SERVICE SINK

WALL MOUNTED

20" X 22"

MOSAIC FLOOR

4 5
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V JANITOR RM ELEVATION



SIGN

4"HANDICAP

SIGN

4"HANDICAP

1’-6" 4"3’-6" 4" 8"3’-6"

\

2’-4"

3
’
-
0
"

WALLS SOLID

GROUT 4" BLOCK

O
P

E
N
I

N
G

1
’
-
2
"

1’-0"

28"

MENS ROOM ELEVATION R
SCALE: 1"=1’-0"

1
’
-

0
"

4
’
-
1
0
"

6
’
-
0
"

1
’
-
0
"

3
’
-
6
"

1’-2"

CORNERS AND EDGES

BULLNOSE ALL

L
O

C
A

T
I

O
N
,
 

C
O

L
O

R
,
 

A
N

D
 

P
A

T
T

E
R

N
 

W
I

L
L
 

B
E
 

A
P

P
R

O
V

E
D
 
I

N
 

S
H

O
P
 

D
R

A
W
I

N
G

S

6
’
-
4
"
 

<
 

F
I

V
E
 

R
O

W
 

~
 

T
W

O
 

C
O

L
O

R
 

C
E

R
A

M
I

C
 

T
I

L
E
 

A
C

C
E

N
T
 

S
T

R
I

P
E
,
 

F
I

N
A

L

1
’
-
4
"

4
’
-
1
0
"

1
’
-
0
"

AE

AE

MAX. 

4"

\

3’-0" 1’-0" 8"

1
’
-
8
"

5
’
-
0
"

1
’
-
8
"

5
’
-
0
"

1’-6" 3’-0"

VIEW G-G

\

5
’
-
0
"

\

2’-6"

3
’
-

5
"

1
’
-

0
"

EXPANSION ANCHORS

FASTEN W/LEAD

ANGLE BRACKETS

W/FULL LENGTH

URINAL SCREENS

6
’
-
8
"

D

D

VIEW D-D

DOORS TO OPEN OUT

34" MIN. ALL HANDICAP

DOORS TO OPEN OUT

34" MIN. ALL HANDICAP

S
T

A
N

D
A

R
D

2
’
-
0
"

H
A

N
D
I

C
A

P
 

O
N

L
Y

1
’
-
5
"

G

G

C

C 5’-4" STANDARD STALL

5’-1" TO FRONT EDGE OF DOOR

F

F

SECTION A-A

3
’
-
6
"

1
’
-
0
"

1’-3" 1’-3"

1
’
-
0
"

1’-6"

\

1’-6"3’-0"

VIEW C-C

\

5
’
-
0
"

\

2’-6"2’-6"
3
’
-
6
"

1
’
-

0
"

D

D

S
T

A
N

D
A

R
D

2
’
-
0
"

1’-6"

\

4" 1’-4"

2’-6"

4"

\

TORX DRIVER W/CENTER PIN

18-8 S.S. BUTTON HEAD,

ALL SECURITY FASTENERS

BUTTON HEAD, TORX DRIVER W/CENTER PIN

ALL FASTENS SHALL BE SECURITY 18-8 S.S.

18 GA. ST. ST. ANGLE BRACKETS, BOTH SIDES,

URINAL SCREEN SHALL HAVE FULL LENGTH

ALL SOLID PHENOLIC TOILET PARTITIONS &

BUTTON HEAD, TORX DROVER W/CENTER PIN

BOTH SIDES, FASTEN W/SECURITY 18-8 S.S.

W/11 GA. ST. ST. ANGLE BRACKETS,

SOLID PHENOLIC URINAL SCREEN

WOMENS RM SIMILAR

STANDARD STALL

SAME AS CEILING ALL REST ROOMS

WOOD TRIM ALL AROUND PAINT

WITH CENTER PIN

HEAD, TORX DRIVER

FASTEN W/18-8 S.S.BUTTON

PARTITIONS DOORS & STILES

SOLID PHENOLIC TOILET

4" X 4" COVE BASE 4" X 4" COVE BASE

ADJUST FINAL HEIGHT IF NEEDED

OF ALL PARTITION WALL

RUN FULL TILE AT TOP

1’-4"

4" X 4" COVE BASE

S.S. CLEANOUT COVER

EPOXY ANCHOR BARS INPLACE

GROUT 4" BLK PART. WALLS SOLID

WRAP TILE UNDER LINTEL

MIN. BEARING BOTH ENDS

LINTEL OVER OPENING 4"

4" X 8" PRECAST

4" X 4" COVE BASE

CAULK ALL AROUND

FLOOR MOUNTED TOILETS
CAULK ALL AROUND

FLOOR MOUNTED TOILETS

FULL HEIGHT, ALL CORNERS

MATCH GROUT COLOR

�" TILE CAULK JOINT

FULL HEIGHT, ALL CORNERS

MATCH GROUT COLOR

�" TILE CAULK JOINT

JUMBO ROLL S.S.

PAPER DISPENSER

OPPOSITE WALL

B-270 SANITARY NAPKIN

OPPOSITE WALL

WOMENS ROOM ONLY

AROUND

CAULK ALL

URINAL

WATERLESS

THIS DOOR ONLY

B-212 COAT HOOK W/BUMPER

THIS DOOR ONLY

B-687 HANDICAP

(2)-DOOR BUMPER

DOOR BUMPER

B-687

WALL TILE

CERAMIC

ALL STANDARD STALLS

B-212 COAT HOOK & BUMPERGROUT 4" BLOCK WALLS SOLID

STANDARD STALLS

3’-4" OPENING

PULL

3’-8" 3’-8" 4’-0"
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SIGN

4"HANDICAP

SIGN

4"HANDICAP

1’-6" 4"3’-6" 4"3’-6"

COMPARTMENT DOORS TO OPEN OUT

34" MIN. ALL HANDICAP

COMPARTMENT DOORS TO OPEN OUT

34" MIN. ALL HANDICAP

4
’
-
1
0
"

1
’
-
0
"

MIN. 

4"

SOLID SURFACE

SCALE: 1"=1’-0"

1’-3"<

OBSCURE OBSCUREOBSCURE

12’-0"

AROUND

CAULK ALL

CERAMIC WALL TILE

4" 4" 4" 8"

TO OPEN IN

28" STANDARD DOORS

3’-0" 3’-0" 3’-0"

6
’
-
8
"

MENS & WOMENS LAVATORY WALL ELEVATION

SCALE: 1"=1’-0"

WOMENS TOILET PARTITION ELEVATION

A

A

E

E

SECTION F-F

F

F

2’-0"3’-4" M.O.

LINTEL 4" MIN. BEARING

4" X 8" PRECAST

BLOCK WALL

8"CONCRETE

Q

TO MASONRY BACKER BOARD

MOUNT MIRRORS DIRECTLY

REST ON TOP OF 4" BACKSPLASH

COUNTERTOP UNIT, BOTTOM EDGE  OF MIRROR

SMOOTH ALL SHARP EDGES, CENTER OVER

4 - 36" X 36" X �" PLATE GLASS MIRRORS

WITH CENTER PIN

HEAD, TORX DRIVER

FASTEN W/18-8 S.S.BUTTON

PARTITIONS DOORS & JAMBS

SOLID PHENOLIC TOILET

WALLS SOLID

GROUT 4" BLOCK

CERAMIC WALL TILE

1
’
-

0
"

4
’
-

1
0
"

6
’
-

0
"

5’-4" STANDARD STALL

5’-1" TO FRONT EDGE OF DOOR

SECTION A-A

1
’
-
0
"

EDGES

CORNERS AND

BULLNOSE ALL

STANDARD STALL

6
’
-
0
"

5’-4"

4
"

TO 8" BLK WALL GROUT SOLID

PARTITION WALL ANCHOR

4"CONC. BLK TOILET

4" X 4" COVE BASE
4" X 4" COVE BASE

HAND DRYER

AROUND

DO NOT CAULK

MATCH TOILET PARTITION COLOR

FIELD CUT TOP AROUND SINKS

SOLID PHENOLIC END & ACCESS PANEL

TORX DRIVER W/CENTER PIN

WITH SECURITY 18-8 S.S. BUTTON HEAD,

FULL LENGTH ANGLE BRACKETS, FASTEN

AROUND MIRROR

ALUMINUM CHANNEL ALL

WITH CENTER PIN

HEAD, TORX DRIVER

FASTEN W/18-8 S.S.BUTTON

PARTITIONS DOORS & JAMBS

SOLID PHENOLIC TOILET

\

2’-4"

3
’
-
0
"

FINISHED FLOOR

JUMBO ROLL S.S.

PAPER DISPENSER

O
P

E
N
I

N
G

1
’
-
2
"

3’-4" OPENING

STAINLESS STEEL

B-270 SANITARY NAPKIN

WOMENS ROOM ONLY

1’-4"

WRAP TILE UNDER LINTEL

MIN. BEARING BOTH ENDS

LINTEL OVER OPENING 4"

4" X 8" PRECAST

4" CONCRETE SUBFLOOR

3-#3 BARS

1
’
-
4
"
 

M
.

O
.

4" X 4" COVE BASE

JNT.

�"EX.

FULL HEIGHT, ALL CORNERS

MATCH GROUT COLOR

�" TILE CAULK JOINT

HAND DRYERS

MOUNTED ELECTRIC

AUTOMATIC SURFACE

PARTITIONS WALL

AT TOP OF ALL

FULL BULLNOSE TILE

B-212 COAT HOOK W/BUMPER

CAULK

HOOK, INSIDE

B-212 COAT

OUTSIDE

B-212

INSIDE

B-212

OUTSIDE

DOOR BUMPER

B-687

OUTSIDE

DOOR BUMPER

B-687

HOOK, INSIDE

B-212 COAT

INTO 4" CONCRETE SUBFLOOR

EPOXY ANCHOR 3-#3 BARS

M
E

N
S
 

3
’
-
7
"
 

O
F

F
 

F
I

N
.
 

F
L

O
O

R

W
O

M
E

N
S
 

3
’
-
5
"
 

O
F

F
 

F
I

N
.
 

F
L

O
O

R

SURFACE BACKER, ANCHOR OVER TILE

�" X 18" X 48" SOLID

 CENTER HAND DRYER ON

SURFACE BACKER, ANCHOR OVER TILE

�" X 18" X 36" SOLID

CENTER HAND DRYER ON

MOUNT AS HIGH AS POSSIBLE,

SAME ALL REST ROOMS.

WILL BE APPROVE DURING SHOP DRAWINGS,

STRIPES, FINAL LOCATION, COLOR, AND PATTERN

FIVE ROW TWO COLOR CERAMIC TILE ACCENT

FINISH FLOOR
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SECTION A-A

1/4"=1’-0"

CONCRETE BLOCK

1

1

CONCRETE BLOCK

4
’
-
0
"

1
2
"

1
2
"

1
2
"

WOOD MOLDING ALL AROUND 

1/2" EXP. JT.

WOOD MOLD2’- 0"

2’- 0"

LAMINATED TIMBER TRUSS

2

8

4
’
-
0
"

<

CAULK

FLASHING

11

7
’
-
2
"
 

R
.

O
.

2

8

9
’
-
 
2
"
 

T
O
P
 

O
F
 

M
A
S

O
N

R
Y
 

W
A

L
L

GRADE

TOP OF PANEL WALL

11

OBSCURE OBSCURE

�" DRYWALL FINISH

OBSCURE

5

WOMENS ROOM

2

JANITORS ROOM

OBSCURE

4

WOMENS ROOM

SECTION B-B
1/4"=1’-0"AR5

B-B

AR5

A-A

4
’
-

6
"

BOTTOM OF FOOTING

TOP OF FOOTING

3
’
-

6
"

1
’
-

0
"

FINISH FLOOR

BOT. OF WINDOW

TOP OF WINDOWS

4
’
-

0
"

7

8

12" X 12" WALL TILE

6
1

LAP 12" AT SPLICES

GLUE-LAMINATED

TIMBER TRUSSES

TIMBER TRUSSES

GLUE-LAMINATED

1

TIMBER TRUSSES

GLUE-LAMINATED

OBSCURE

SECTION D-D
1/4"=1’-0"

AR5

D-D

WITH 1" INSULATING GLASS

ALUMINUM ENTRANCE FRAMING

8

ALUMINUM FRAMING

W/2" X 4�" EXTRUDED

2-TEMPERED GLASS LITES

1" INSULATING GLASS

ALUMINUM FRAMING

W/2" X 4�" EXTRUDED

2-TEMPERED GLASS LITES

1" INSULATING GLASS

�"=1’-0"

BASE

4" PVC COVE

ROUND AS NEEDED

W/ QUARTER

1" X 6" T & G

7
’
-
2
"

OR FASTENERS

NO EXPOSED SCREWS

BRONZE HINGE

CONTINUOUS3’-6" 

2
’
-

2
"

5
’
-
0
"

TOP OF ALL CASES

4"

’SURFACE MOUNTED DISPLAY CASE’

8 

SECTION C-C
1/4"=1’-0" AR5

C-C

12 

3

STEEL SHELVING-16" DEEP

KEYED ALIKE, FORT LOCK CORP.

#MFW1118#35199 CAM LOCK,

TWO LOCKS MINIMUM

ALL AROUND

BRONZE ANODIZED FINISH

ALUMINUM HOUSING DOOR AND FRAME DARK 

1�" X 4"  HEAVY- GAUGE RECTANGULAR

GLASS DOOR

�" TEMPERED

A MINIMUM OF 1" FROM ALL EXTERIOR DISPLAY CASES

HOLD ALL BRICK SOLDIER COURSING BACK

1
3
’-

8
"

9
’-

2
"

4
’-

6
"

9
’
-
2
"

1
3
’
-

8
"

TOP OF PANEL WALLS

3
’
-

1
0
"

4
’
-

6
"

BOTTOM OF FOOTING

TOP OF FOOTING

3
’
-

6
"

1
’
-

0
"

FINISH FLOOR

BOT. OF WINDOW

TOP OF WINDOWS

4
’
-

0
"

9
’
-

2
"

1
3
’
-

8
"

TOP OF PANEL WALLS

3
’
-

1
0
"

1

AR5

9
’
-
2
"

#4 BARS-CONTINUOUS

BOARD PAINT FLAT BLACK

�" CDX PLYWOOD BACKER

PAID FOR AS REST AREA BUILDING (LS)
PERIMETER OF FOOTINGS AS DIRECTED)
& BACK FILL WITH PEA STONE (ENTIRE
WRAPPED WITH GEOTEXTILE
UNDERDRAIN SUBGRADE 6",

1" X 6" T & G V - JOINT

TRIM AS NEEDED

  

AROUND

CAULK ALL

ROOF
ASPHALT SHINGLE

AND UTILITY RM- NO CROSS BRACING
ATTIC SPACE OVER JANITORS RM

DESIGN TRUSSES TO CREATE A CLEAR
ENGINEERED ROOF TRUSSES 24" O.C.

ROOF
ASPHALT SHINGLE

ROOF
ASPHALT SHINGLE

24" O.C., DOUBLE GABLE ENDS

PREENGINEER ROOF TRUSSES

2

12

5

2

12

12 

AND UTILITY RM- NO CROSS BRACING
ATTIC SPACE OVER JANITORS RM

DESIGN TRUSSES TO CREATE A CLEAR
ENGINEERED ROOF TRUSSES 24" O.C.

2

12

5

2

12

BRICK OR TILED WALL
MOUNT OVER SOLID

6

MENS ROOM

7

MENS ROOM

LIGHTLY BROOM
STEEL TROWEL FINISH

OR APPROVED EQUAL
18" PANEL HEADER

ALL AROUND
& TRIM, (TYP)
METAL SOFFIT

ALL AROUND
& TRIM, (TYP)
METAL SOFFIT

ALL AROUND OPENING

�" DRYWALL FINISH

MOSAIC FLOOR
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