10 kW and Under Draft Standards Revisions
Incorporating the new procedures requires formal rulemaking. Staff has prepared updated Interconnection Standards Rules Language for Rules 3 and 6. Please review and provide comments on the proposed rule revisions. 
New language is noted in red underline text.

R 460.483    Technical criteria.

  Rule  3.    (1)    The   interconnection    procedures    shall     specify 

technical, engineering, and operational requirements that  are  suitable  for 

the  electric utility's distribution system.  The  procedures  shall  include 

provisions  that apply specifically to a project that designates some or  all 

of its electrical output for sale to an electric utility or a third party.

  (2)   The  interconnection  procedures  shall   make    provisions     that 

are appropriate for the size and  capacity  of  a  project  as  they   affect 

the technical and  engineering  complexity  of  the   interconnection.    The 

procedures shall include a distinct set  of  requirements  for  each  of  the

 following project capacity classifications:

  (a)  Qualified, inverter-based projects, 10 kW or less.

  (b)  Less than 30 kilowatts.

  (c)  Thirty kilowatts or more, but less than 150 kilowatts.

  (d)  One hundred and fifty kilowatts or more, but less than 750 kilowatts.

  (e)  Seven hundred and fifty kilowatts or more, but less than 2 megawatts.

  (f)  Two megawatts or more.

  (3)  If the voltage at  the  electrical  connection  is    comparable    to 

the electric  utility's   transmission   voltages,    but    the     electric 

utility's facilities  are  classified  as  part   of     its     distribution 

system   for jurisdictional purposes, such as a radial line,   the    project 

shall  not  be subject to the  interconnection  procedures   approved   under 

these  rules.   The  interconnection  shall  instead  comply  with  analogous 

federal energy regulatory commission standards.

  History: 2003 MR 18, Eff Sept. 23, 2003.

R 460.486    Interconnection deadlines.

  Rule 6.   (1)   The  interconnection  procedures  shall    set    deadlines 

for processing an application filed  by  a  project   developer,    achieving 

major milestones, and completing  the  interconnection  and  shall   preclude 

undue delay.  The deadlines shall ensure that the period  from    the    date 

that  the project developer files a complete application to  the   completion 

of  all  of the electric utility's obligations for interconnection  shall  be

 no  longer than the following for each project capacity classification:

  (a)  Qualified, inverter-based projects, 10 kW or less 20 business days 
  (b)  Less than 30 kilowatts 2 weeks

  (c)  Thirty kilowatts or more, but less than 150 kilowatts 4 weeks

  (d)  One hundred and fifty kilowatts or more, but less than 750   kilowatts 

6 weeks

  (e)  Seven hundred and fifty kilowatts or more, but less than  2  megawatts 

12 weeks

  (f)  Two megawatts or more 18 weeks

  (2)  Delays that are the responsibility of the project   developer    shall 

not be included in determining compliance with the  deadlines   imposed    in 

subrule

  (1) of this rule.

  (3)  Delays that are  solely  attributable  to  time  lapsed    while    an 

electric utility is diligently seeking to secure  a    necessary    easement, 

right-of-way access, or other change  in  property  rights  or  comply   with 

governmental permitting or zoning  requirements  shall  not  be  included  in

 determining compliance with the deadlines imposed in  subrule  (1)  of  this 

rule.

  History: 2003 MR 18, Eff Sept. 23, 2003.

