
HYDRANT FLOW TEST REPORT

HYDRANT # H7
LOCATION:  Harbor Drive West (last Hydt.)
DATE 9/20/2012

TEST BY: Mike smith

DATA
FLOW HYDRANT(S) Hydrant # 1 Hydrant # 2 Hydrant # 3

SIZE OPENING: 2.5

COEFFICIENT: 0.9

PITOT READING: 18

GPM: 712

TOTAL FLOW DURING TEST: 712 GPM

STATIC READING: 78 PSI RESIDUAL: 28 PSI

RESULTS: AT 20 PSI RESIDUAL 771 GPM AT 0 PSI 905 GPM

REMARKS:  
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