
Application for Fire Safety Site Plan Examination
Michigan Department of Licensing and Regulatory Affairs

Bureau of Fire Services
Plan Review Division

P.O. Box 30700
Lansing, MI 48909

(517) 241-8847

Agency Use Only

 PROJECT #

Authority: 1941 PA 207
Completion: Voluntary
Penalty: Project will not be reviewed

The Department of Licensing and Regulatory Affairs will not discriminate against any individual or group because of race,
sex, religion, age, national origin, color, marital status, disability, or political beliefs. If you need help with reading, writing,
hearing, etc., under the Americans with Disabilities Act, you may make your needs known to this agency.

Note:  The architect / engineer is responsible for all fees applicable to this application.

Project Description

Facility Name Street/Site Address Fire Department (REQUIRED)

CountyOf:City Village
City or village in which facility is located

Zip Code

Project Description (Type of work; addition, new parking lots/drives etc. BE SPECIFIC)

Review Requested Building Data

School Site Plan *Special Modification Request

Related to existing FS project #

NOT related to a current FS project

Original Year Constucted:

Your AIA/PE Job #:

No. of Stories (Including basement)

Sprinklers:
Completely Partially None

This Submittal:
New BuildingAddition

Square Footage -New Work

Square Footage -Existing

*Type of Construction (per NFPA  220):

Architect / Engineer

Name (Licensed Individual) License No. E-Mail Address (REQUIRED)

Name of Company Address

City State Zip Code Telephone  (Including Area Code) Fax  (Including Area Code)

BFS-979S (11/11) Front *This information is confidential. Disclosure of confidential information is protected by the Federal Privacy Act.

253

Site Plan Review-
$155.00 (non-refundable)

New Lots/Drives

Hydrants Only Other

              Height:Local Fire Department Approval:         Yes        No

Required Fire Flow: Available Fire Flow:

Fire Flow Provided By:
Hydrant Fire Department Tanker Shuttle

Approved Reservoirs Pressure Tanks Elevated Tanks

Other Approved Systems

Fire Department Access/Fire Lanes

Width: Height:

Minimum Turn Radius Surface

* See Back for Miscellaneous Instructions Check #
(Agency Use)Note: BFS Site Plan Review is responsible only for hydrant

locations & fire lanes. Coordinate w/BCC for final approval.



Instructions for Application for Fire Safety Site Plan Examination

To Expedite Your Review:
-   All submittals must be accompanied by an Application for Fire Safety Site Plan Review completely filled out.

-Provide all requested information.
-An "n/a" designation is helpful for areas where information does not pertain to the project.

-   Only ONE set of construction documents or related specification drawings is required.
-   Construction documents must be signed and sealed by an architect or professional engineer licensed in the State of Michigan as required by 1980 PA 299.
-   **Fees are applicable upon submittal

-   Changes to previously reviewed drawings must be specifically brought to our attention for review and comment.
-   Submit a seperate check or money order for each project payable to the State of Michigan.
-   Architect / Engineer: Provide all requested information. All correspondence will be sent to this e-mail address and this entity will be responsible for all fees.

    Note: A hold will be placed on any project with fees owed. The project will not be sent to our field office and inspections will not take place until
               all fees have been paid.

The Bureau of Fire Services Site Plan Approval is for fire lanes and hydrant locations only. Refer to the Bureau of Construction Codes for further site plan
requirements and approvals. It will be the responsibility of the Architect/Engineer to relay the BFS approval to the Bureau of Construction Codes.

In accordance with Rule 6 of the 1999 school fire safety rules, verify that you have submitted a site plan detailing water supply, hydrant locations, vehicle
access route, and fire lanes to the local fire department. Available correspondence for the local fire department should be included with the submittal.

Hydrant number and locations:
For guidance with fire flow requirements refer to NFPA 1, 2006 Edition Annex H and Annex I, or NFPA 1, 2009 Section 18.4. Hydrant locations must be
clearly identified.

Fire Department Access/Fire Lanes
Refer to NFPA 1, 1997 edition Section 3-5 for requirements. Fire Department access shall be clearly identified on the submitted documents. Both existing and
proposed routes shall be identified. Access roads, fire lanes, parking lot lanes, or a combination thereof must be clearly identified
(labeled, highlighted, etc) with relation to the public way and all buildings on site. Failure to clearly differentiate the fire department
access route from the remainder of the site plan will result in project disapproval.

Some projects may not require Bureau of Fire Services Site Plan Approval. Such projects may include:
- Detached buildings or structures 400 square feet or less
- Repaving
- Sport/recreational fields
- Cell towers
- Photovoltaic arrays
- Wind turbines

*For such projects, the architect/engineer shall e-mail a brief scope of work to krousea@michigan.gov to determine if Bureau of
Fire Services approval will be required.

  *Miscellaneous Instructions

Plan review has a flat fee of $155.00.

*Modification Requests are defined as a request for a modification of a rule or section of the code.

Project Description:  Please indicate the scope of work as it relates to the impact of fire department access and hydrant locations

Type of Construction (per NFPA 220):  Below is a cross-reference chart of Building Construction Types

NFPA 220     I(442)   I(332)   II(222)   II(111)   II(000)   III(211)   III(200)   IV(2HH)   V(111)   V(000)

MBC                  -       IA          IB        IIA          IIB        IIIA        IIIB     IVHT      VA        VB

The submitted documents will be reviewed for compliance with the 1999 School Fire Safety Rules. NFPA 1, 1997 Edition, Section 3-5 is referenced for Fire
Lanes. NFPA 1, Section 6-5 is referenced for hydrant number and locations. This section of NFPA 1 refers to NFPA 24, 1995 Edition which lists the
requirement for hydrants in Chapter 4.

U.S. Postal Service
Michigan Dept. of Licensing and Regulatory Affairs
Bureau of Fire Services
Fire Safety Plan Review Division
P.O. Box 30700
Lansing, MI 48909

Courier Other Than U.S. Postal Service
Michigan Dept. of Licensing and Regulatory Affairs
Bureau of Fire Services
Fire Safety Plan Review Division
525 W. Allegan, 4th Floor
Lansing, MI 48913-0001

VALIDATION AREA - DO NOT WRITE
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P.O. Box 30700
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Agency Use Only
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Authority:                  1941 PA 207
Completion:         Voluntary
Penalty:                  Project will not be reviewed
The Department of Licensing and Regulatory Affairs will not discriminate against any individual or group because of race, sex, religion, age, national origin, color, marital status, disability, or political beliefs. If you need help with reading, writing, hearing, etc., under the Americans with Disabilities Act, you may make your needs known to this agency.
Note:  The architect / engineer is responsible for all fees applicable to this application.
Project Description
City or village in which facility is located
Review Requested
Building Data
Sprinklers:
This Submittal:
Architect / Engineer 
BFS-979S (11/11) Front
*This information is confidential. Disclosure of confidential information is protected by the Federal Privacy Act.
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Site Plan Review-
$155.00 (non-refundable)
Local Fire Department Approval: 
Fire Flow Provided By:
 
Fire Department Access/Fire Lanes
* See Back for Miscellaneous Instructions
Note: BFS Site Plan Review is responsible only for hydrant locations & fire lanes. Coordinate w/BCC for final approval.
Instructions for Application for Fire Safety Site Plan Examination
To Expedite Your Review:
-   All submittals must be accompanied by an Application for Fire Safety Site Plan Review completely filled out.
         -Provide all requested information.
         -An "n/a" designation is helpful for areas where information does not pertain to the project.
-   Only ONE set of construction documents or related specification drawings is required.
-   Construction documents must be signed and sealed by an architect or professional engineer licensed in the State of Michigan as required by 1980 PA 299.
-   **Fees are applicable upon submittal 
         
-   Changes to previously reviewed drawings must be specifically brought to our attention for review and comment.
-   Submit a seperate check or money order for each project payable to the State of Michigan.
-   Architect / Engineer: Provide all requested information. All correspondence will be sent to this e-mail address and this entity will be responsible for all fees. 
 
    Note: A hold will be placed on any project with fees owed. The project will not be sent to our field office and inspections will not take place until 
               all fees have been paid. 
 
The Bureau of Fire Services Site Plan Approval is for fire lanes and hydrant locations only. Refer to the Bureau of Construction Codes for further site plan requirements and approvals. It will be the responsibility of the Architect/Engineer to relay the BFS approval to the Bureau of Construction Codes.
 
In accordance with Rule 6 of the 1999 school fire safety rules, verify that you have submitted a site plan detailing water supply, hydrant locations, vehicle access route, and fire lanes to the local fire department. Available correspondence for the local fire department should be included with the submittal.
 
Hydrant number and locations: 
For guidance with fire flow requirements refer to NFPA 1, 2006 Edition Annex H and Annex I, or NFPA 1, 2009 Section 18.4. Hydrant locations must be clearly identified.
 
Fire Department Access/Fire Lanes
Refer to NFPA 1, 1997 edition Section 3-5 for requirements. Fire Department access shall be clearly identified on the submitted documents. Both existing and proposed routes shall be identified. Access roads, fire lanes, parking lot lanes, or a combination thereof must be clearly identified (labeled, highlighted, etc) with relation to the public way and all buildings on site. Failure to clearly differentiate the fire department access route from the remainder of the site plan will result in project disapproval. 
 
Some projects may not require Bureau of Fire Services Site Plan Approval. Such projects may include:
- Detached buildings or structures 400 square feet or less 
- Repaving
- Sport/recreational fields
- Cell towers
- Photovoltaic arrays
- Wind turbines
 
*For such projects, the architect/engineer shall e-mail a brief scope of work to krousea@michigan.gov to determine if Bureau of Fire Services approval will be required.
 
  *Miscellaneous Instructions
 
Plan review has a flat fee of $155.00.
 
*Modification Requests are defined as a request for a modification of a rule or section of the code.
 
Project Description:  Please indicate the scope of work as it relates to the impact of fire department access and hydrant locations
 
Type of Construction (per NFPA 220):  Below is a cross-reference chart of Building Construction Types
 
                           NFPA 220     I(442)   I(332)   II(222)   II(111)   II(000)   III(211)   III(200)   IV(2HH)   V(111)   V(000)
 
                           MBC                  -                IA          IB        IIA          IIB                 IIIA                IIIB             IVHT              VA        VB
 
The submitted documents will be reviewed for compliance with the 1999 School Fire Safety Rules. NFPA 1, 1997 Edition, Section 3-5 is referenced for Fire Lanes. NFPA 1, Section 6-5 is referenced for hydrant number and locations. This section of NFPA 1 refers to NFPA 24, 1995 Edition which lists the requirement for hydrants in Chapter 4.
 
U.S. Postal Service
Michigan Dept. of Licensing and Regulatory Affairs
Bureau of Fire Services
Fire Safety Plan Review Division
P.O. Box 30700
Lansing, MI 48909
Courier Other Than U.S. Postal Service
Michigan Dept. of Licensing and Regulatory Affairs
Bureau of Fire Services
Fire Safety Plan Review Division
525 W. Allegan, 4th Floor
Lansing, MI 48913-0001
VALIDATION AREA - DO NOT WRITE
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