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TREATMENT PROCEDURES



GLOSSARY 
 

Effective April 22, 2019, the Michigan Department of Environmental Quality (DEQ), 
Waste Management and Radiological Protection Division (WMRPD), became the 
Michigan Department of Environment, Great Lakes, and Energy (EGLE), Materials 
Management Division (MMD).   
 
40 CFR  Title 40 of the Code of Federal Regulations 
 
ABR   Adopted by reference 
 
Act 207  Michigan Fire Protection Act, PA 207, as amended 
 
Act 451 Natural Resources and Environmental Protection Act,  

1994 PA 451, as amended 
 
Dynecol  former name of facility, now known as US Ecology Detroit North, Inc 
   US Ecology Michigan? 
 
EPA   United States Environmental Protection Agency 
 
HWSA  Hazardous and Solid Waste Amendments of 1984 
 
Part 111  Part 111, Hazardous Waste Management, of Act 451 
 
Part 111 Rules Administrative rules promulgated pursuant to Part 111, Hazardous 

Waste Management, of Act 451 
 
R Rule (example: R 299.9504) 
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C2.A(1)(c) Hazardous Waste Treatment Operations 
 
The waste treatment processes undertaken at Dynecol in the commercial waste water 
treatment plant include primary treatment, secondary treatment, solids de-watering, carbon 
adsorption, and effluent polishing.  These treatment processes result in the detoxification of 
the water contained in the initial solutions, stabilization of toxic constituents, and the fixation 
of the constituents into a solid mass that is reduced in volume and is safer to handle and 
properly dispose of.  The following discussion describes the handling procedures for 
hazardous wastes that are stored and processed in tanks at the Dynecol facility.    
 
C2.A(1)(d) Delivery and Receipt of Materials     
 
Hazardous wastes are delivered to the treatment and container storage areas in bulk trailers 
and containers.  Vehicles arriving at the facility are unloaded only within designated areas in 
the plant which are provided with spill control structures and equipment to contain spills or 
leaks.  Prior to unloading a shipment of hazardous waste, the accompanying manifest and 
land disposal restriction notification are inspected.  A sample of the tankers’ or containers’ 
content is fingerprinted to verify that the waste received is the same as described on both 
the accompanying manifest and the waste characterization report on file at the facility, see 
Module A3.  The contents of the tanker are either removed by pressurization of the tanker 
with air or by a pump system.  Containers are unloaded with fork lifts and drum handlers.   
 
C2.A(1)(e) Storage of Hazardous Wastes Prior to Treatment 
 
Currently, in the commercial waste water treatment plant, two storage vessels, designed for 
hazardous wastes, may receive the incoming waste material.  The storage vessels, 
identified as tanks #7 and #10, can be used to store hazardous waste until a primary 
treatment vessel becomes available to process the waste.  This occurs within less than 24-
hours, normally.  Additionally Dynecol proposes to increase hazardous waste storage 
capacity in the existing Treatment Facility by 154,200 gallons.  These vertical FRP tanks 
have the following capacities:  
 

• Tank #11 - 20,000 gallons (currently out of service) 
• Tank #27 - 20,000 gallons 
• Tanks #32 & #33 - 5,500 gallons each 
• Tanks #12, 13, 16 & 17 -  25,800 gallons each  

 
C2.A(1)(f) General Description of Treatment Methods 
 
C2.A(1)(f)(i)  Primary Treatment 
 
Primary treatment processes are batch rather than continuous, and typically entail chemical 
oxidation, chemical reduction, adsorption, co-precipitation initiation, and neutralization.  
Chemical oxidation can be achieved either through air injection at a pressure point of 30 
pounds per square inch (psi) or through the addition of chemical reagents and proper 
agitation with air sparger/mechanical mixer.   
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Chemical reduction is required whenever hexavalent chromium is present in a waste 
stream.  Wastes containing hexavalent chromium are first processed to chemically reduce 
the hexavalent state to a trivalent one.  Hexavalent chromium, when placed in an aqueous 
solution containing excess acid and ferrous iron or sodium bisulfite, is reduced to the 
trivalent oxidation state.  The trivalent chromium can then be readily precipitated in the 
secondary treatment process.   
 
Organic adsorption can be performed through the addition of powdered activated carbon to 
the treatment vessel.  Adsorption is a relatively rapid process when conducted under a 
strong mixing condition, i.e, air sparging or mechanical agitation.   
 
Chemical co-precipitation of toxic metals during the secondary treatment process can be 
initiated, if necessary, during the primary treatment process by the addition of 
recycled/reused reagents such as ferrous sulfate, ferrous chloride, or ferric chloride to the 
waste stream being processed.   
 
Oxidation/reduction/adsorption can then be followed by neutralization in the primary 
treatment process.  Acidic solutions are treated with various alkaline solutions, such as 
sodium hydroxide solution or lime slurry, to a pH of about 5.   
 
The primary treatment procedures are typically as follows: 
 
• Pumping treatment reagents to a designated process vessel; 
• Agitating the waste and reagent mixture using sparger/mechanical agitator which is 

provided for each vessel; 
• Providing adequate retention time to allow the reaction mixture to equalize at pH of +/- 

5.0. 
 
C2.A(1)(f)(ii)  Secondary Treatment 
 
The secondary treatment processes are batch rather than continuous, and normally include 
neutralization, chemical precipitation, flocculation, detoxification, clarification, sedimentation, 
chemical fixation, and lime stabilization.  Treatment reagents used in the secondary 
treatment step include lime slurry or other alkaline solutions.  This process detoxifies the 
original solution by removing the toxic heavy metals from the liquid phase, and stabilizing 
them in a solid phase.   
 
The secondary treatment process is carried out by the addition of lime slurry or other 
alkaline solutions, and by thoroughly agitating the waste and reagent mixture with 
mechanical mixers which are present on the vessel.  The process is concluded when the 
appropriate pH is obtained to precipitate the inorganic constituent.   
 
The lime or alkaline solutions that are added during the secondary treatment processes 
react with the heavy metals to form metal hydroxides, which are insoluble and will then 
precipitate from solution.  Once precipitated, the heavy metals are no longer dissolved in the 
aqueous phase, and the liquid portion is detoxified.  The precipitated heavy metal hydroxide 
are encapsulated and chemically fixed in a matrix of excess lime, iron hydroxide and other 
inert, non-hazardous solid materials.  The excess lime, which will remain in the solid state 
through subsequent processing and disposal, will stabilize the resulting de-watered sludge.  
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Iron salts introduced, if necessary, during the primary treatment process in the form of either 
ferrous sulfate or ferrous/ferric chloride can facilitate co-precipitation of certain heavy metals 
during the secondary treatment process.  These iron salts can also enhance the chemical 
fixation of the toxic metals and act as the primary flocculent for sludge conditioning/de-
watering.   
 
C2.A(1)(f)(iii)  De-watering 
 
In the final step of processing, treated wastes from the secondary treatment process are de-
watered and fixed by pressure filtration.  Pressure filtration compresses the material into a 
solid mass, which typically contains about 40-60% solids.  In this final form, the toxic 
components which were present in the initial solutions are tightly bound in the solid mass.  
The stabilized, fixated, and de-watered solids resist leaching of toxic heavy metals and 
organics from the solid mass during acid extraction testing.  Prior to disposal of the de-
watered solids off-site, the solids are periodically sampled and tested for hazardous waste 
characteristics (see Modules A2 and A3) 
 
There are two recessed chamber filter presses (A and B) on site for the de-watering of 
characteristic/listed wastes.  Each filter press has a processing capacity of about 167 cubic 
feet of de-watered sludge per cycle.  A third filter press (C) that has a processing capacity of 
100 cu ft per cycle and is normally used to de-water the Other Listed Wastes can also be 
used to de-water listed-filter cake-generating characteristic wastes and the listed wastes 
(except K062).  These presses are located on the second floor of a two-story building, with 
the first floor used to receive solid transport vehicles.  A pre-coat system can be used for 
any of the filter presses by the injection of a solution of diatomaceous earth, activated 
carbon or other pre-coat material at the beginning of the de-watering operation.   
 
The de-watering and filtration process is carried out in batches staggered among any of the 
filter presses.  After the secondary treatment is complete, the treated waste is pumped into 
a filter press by means of air diaphragm pumps.  The completion of the filtration cycle is 
indicated by the feed pump discharge whenever a pressure of about 90-psi is reached and 
no more liquid can be pumped.  The filter press is then opened, and de-watered sludge is 
allowed to fall into the solid transport vehicle located directly below each filter.  The de-
watered sludge is recycled or shipped to an appropriate landfill for ultimate disposal in 
accordance with all provisions of 40 CFR 268.   
 
The solid transport vehicle area below the filter presses is cleaned daily and additionally as 
necessary to prevent the track-out of sludges.  Wash waters are collected in the sump and 
reprocessed through the treatment system.   
 
C2.A(1)(f)(iv)  Effluent Management 
 
Treated effluent from the de-watering process is discharged to the Detroit wastewater 
treatment facility in accordance with discharge permit requirements.  This effluent is exempt 
from hazardous waste regulations under the domestic sewage exclusion in 40 CFR 261.4.   
 
Treated effluent from the filter press may be subjected to carbon adsorption.  This can be 
performed by routing effluent from either tank #30 or #31 through a system composed of an 
in-line filter and two 1,000-pound carbon vessels in parallel.   
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Treated effluent from the filter press may be subjected to effluent polishing.  This can be 
performed by routing effluent from either tanks #30 or #31 through a system composed of 
holding tanks, a dissolved air flotation device, and a sand filter.  Tanks #34 and #35 are 
used to hold effluent during quality control testing.  When testing is complete, the effluent is 
sent to a dissolved air flotation device where the effluent polishing process will be conducted 
in three stages.  In the first stage, the pH of the wastewater is adjusted using aluminum 
sulfate that will be injected into the DAF unit with an automatic pH control system to a 
desired pH range.  After the pH is adjusted polymers will be injected into a plug-flow-reactor 
type pipe flocculator.  These chemicals remove soluble metals and cause the precipitated 
metals to agglomerate in a dense floc.  Dissolved air is then injected at precise points to the 
system so that micro air bubbles force the flocculated material to the surface, where it is 
skimmed off and pumped into a collection tank (Tank #36). The sludge will be routed back 
to the filter presses for de-watering and ultimately disposed of in either a hazardous or a 
solid waste landfill, in compliance with the provisions defined in 40 CFR 268.  Polished 
effluent is collected in two retention tanks (#’s 37 and 38) and for final quality control before 
being discharged to the City of Detroit Sanitary Sewer System in accordance with the 
requirements of Dynecol’s Wastewater Discharge Permit.   
  
The effluent polishing system is located in the area between the current Container 
Management Facility and the Maintenance Garage as seen on the site plan as shown on 
the site plan. (See Figure A1-4). 
        
C2.A(1)(f)(v)  Procedures for characteristic/listed wastes 
 
The treatment procedures for characteristic wastes (corrosives, TCLP metals, TCLP 
organics, and listed wastes – see Table A2-1) are as follows: 
 

• After fingerprint verification, the hazardous wastes are transferred into one of 
four 20,000-gallon primary treatment vessels.  Air emissions from these tanks 
are vented through a control system.   

 
• The wastes will then be typically subjected to primary treatment and secondary 

treatment processes, as described above.   
 

• After secondary treatment, the treated waste is de-watered through one of the 
three filter presses, i.e, A through C, as appropriate under other permit 
conditions.   

 
• In case of listed waste (see Table A2-1), proper decontamination of process 

tankage and equipment used in the treatment will be performed by running a 
non-listed or non-listed filter cake-generating waste through all tankage, piping, 
de-watering equipment (Press A or B), and effluent polishing equipment.  De-
watered solids from the decontamination processes are collected and handled in 
the same manner as the solids from the wastes that originated the 
decontamination requirement.   
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C2.A(1)(f)(vi)  Air Emission Control Systems 
 
Dynecol has installed and operates air control systems for all treatment and storage tanks in 
compliance with current Michigan Department of Environmental Quality – Air Quality 
Division permits. 
 
The current processes permitted for the treatment of hazardous waste at Dynecol do not 
include any processed identified in 40 CFR 264.1030.  Specifically, the air sparging of 
hazardous waste that occurs in the Primary treatment system is designed only to maintain a 
homogenous solution within the tank.  All organic wastes are treated through chemical 
reactions or physical treatment as defined above.   
 
C2.A(1)(f)(vii)  Subpart J Regulated Waste Treatment Technologies 
 
Building 4, the proposed hazardous waste storage and treatment will be conducted in an 
enclosed 20,250 square foot building within three in-ground concrete 
stabilization/processing pits totaling approximately 90,000 gallons. These process pits have 
secondary containment that meets the requirements of 40 CFR 264, Subpart J.  The 
hazardous wastes received for treatment are characteristic wastes and listed hazardous 
wastes.  These wastes are delivered to the Stabilization Facility in containers and bulk 
shipment.  Other materials that are handled at this facility include non-hazardous industrial 
wastes and recycled materials which are used as effective substitutes for commercial 
chemical products. 
Dynecol will utilize several different treatment technologies in order to meet the applicable 
land disposal restriction (LDR) or other standard as applicable.  Dynecol utilizes the term 
“stabilization” throughout this document in a generic sense to mean the treatment of a waste 
material to make it physically and chemically stable.  In this sense, it consists of those 
processes, which make the material pass applicable LDR standards or other applicable 
standard(s).   
 
In this process, waste will be treated to meet land disposal restrictions (e.g., elimination of 
free liquids, chemical and/or physical stabilization to remove or immobilize hazardous 
constituents, etc) or to meet other appropriate requirements (e.g., permit or regulatory 
requirements).  40 CFR §268.42 provides specific definitions for several potentially distinct 
treatment technologies including Stabilization, Chemical Oxidation, Chemical Reduction, 
Deactivation, Neutralization, Adsorption, and Precipitation.  Although the above treatment 
technologies may be considered distinct processes, the stabilization process is defined in 
the more generic sense due to the overlap of the associated treatment technologies and 
methods. 
 
Pre-treatment analyses will consist of tests necessary to insure the wastes can be treated to 
meet the applicable treatment requirement.  In-process analyses are generally not required. 
 Post-treatment analyses will be performed, as necessary, to ensure restricted wastes meet 
applicable treatment standards.  Treatment will be performed to meet EPA LDR standards.  
Sampling, analysis verification of the treatment effectiveness and frequency of testing 
follows the guidelines presented in Module A3, Waste Analysis Plan. 
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The following technologies, defined as “stabilization” and associated documents will be 
utilized by Dynecol: 
 
Stabilization 
Stabilization is defined as stabilization with the following reagents (or waste reagents) or 
combinations of reagents (1) Portland Cement; or (2) lime/pozzolans (e.g., fly ash and 
cement kiln dust) – this does not preclude the addition of reagents (e.g., iron salts, silicates, 
and clays) designed to enhance the set/cure time and/or compressive strength, or to overall 
reduce the leachability of the metal or organic. Stabilization is the treatment of appropriate 
waste streams by use of pozolonic materials or wastes with pozolonic properties to reduce 
the leachability of organic, inorganic or metals of concern.  Appropriate use of this treatment 
technology is determined during the approval process.   
 
Chemical Oxidation 
Chemical oxidation is a treatment process targeted primarily at organic constituents, (e.g., 
toluene and benzene) but may be used for inorganic constituents as well (e.g., cyanides and 
heavy metals such as mercury).  An organic or inorganic species is oxidized when its 
respective chemical oxidation number increases (i.e., loses electrons).  The following 
oxidation reagents (or waste reagents) may be used in part or whole: (1) Hypochlorite (e.g. 
bleach); (2) chlorine; (3) chlorine dioxide; (4) ozone or UV (ultraviolet light) assisted ozone; 
(5) peroxides; (6) persulfates; (7) perchlorates; (8) permanganates; and/or (9) other 
oxidizing reagents of equivalent efficiency.  
 
Chemical Reduction 
Chemical reduction or redox occurs when the targeted component/constituent atoms 
change as a resultant transfer of electrons from one chemical species to another. The 
chemical oxidation number for the targeted components decrease (i.e., gains electrons) 
when the target constituents are reduced.  Conversely, the reducing reagents used in this 
process lose electrons or become oxidized.  The following reducing reagents (or waste 
reagents) may be used in whole or part:  (1) Sulfur dioxide; (2) sodium, potassium, (salts), 
or other alkali salts or sulfites, bisulfites, metabisulfites and polyethylene glycols (e.g., 
NaPEG and KPEG); (3) sodium hydrosulfide; (4) ferrous salts; and/or (5) other reducing 
reagents of equivalent efficiency.   
 
Deactivation 
Deactivation is the treatment of those wastes that exhibit the characteristics of ignitability, 
corrosivity, and/or reactivity.  Appropriate use of this treatment technology is determined 
during the pre-acceptance process.   
 
Neutralization 
Neutralization is a treatment process designed to render corrosive matrices non-corrosive. 
According to 40 CFR 268.42, the following reagents (or waste reagents) in part or whole 
may be used for neutralization:  (1) Acids; (2) Bases; or (3) water (including wastewater's) 
resulting in a pH greater than 2 but less than 12.5 measured in the aqueous residuals.   
 
Precipitation 
Precipitation is the process by which regulated metals and/or inorganics are precipitated out 
as insoluble precipitates of oxides, hydroxides, carbonates, sulfates, chlorides, fluorides, or 
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phosphates. This process entails adjusting the pH of the waste matrix between 9 and 11.  
This pH range is ideal for hydroxide precipitation.  An alternative to this common standard 
practice is sulfide precipitation. Sulfide precipitates are less soluble and non-amphoteric 
(less pH dependent than hydroxyl precipitates). However, caution must be employed to 
ensure hydrogen sulfide is not released at harmful levels by maintaining a pH greater than 8 
throughout the treatment process.  Based on 40 CFR 268.42, the following reagents (or 
waste reagents) are typically used alone or in combination: (1) Lime (i.e., containing oxides 
and/or hydroxides of calcium and/or magnesium; (2) caustic (i.e., sodium and/or potassium 
hydroxides; (3) soda ash (i.e., sodium carbonate); (4) sodium sulfide; (5) ferric sulfate or 
ferric chloride; (6) alum; or (7) sodium sulfate. Additional flocculating, coagulation or similar 
reagents/processes that pertain to precipitation are not precluded from use.  
 
Adsorption 
Adsorption is the use of an appropriate reagent (e.g. activated carbon or treated clay) to 
remove chemical components from aqueous or compressed gas waste streams. It is most 
commonly employed for the removal of organic compounds, although some inorganic 
constituents are effectively removed as well. This process is achieved through physical, 
chemical, and electrostatic interactions between the waste material and the adsorbent 
media.  Pursuant with 40 CFR 268.42, Total Organic Carbon can be used as an indicator 
parameter for the adsorption of many organic constituents that cannot be directly analyzed 
in wastewater residues. 
 
C2.A(2) Dimensions and Capacity of Each Tank 

{R 299.9615 (1) and 40 CFR 270.16 (b)} 
 
See Table C2-1. 
 
Building 4 has three in-ground concrete steel lined stabilization/processing pits totaling 
approximately 90,000 gallons.  The process pits are constructed of 24-inch thick reinforced 
concrete with a ¾-inch plate steel liner.  The process pits in Building 4 have secondary 
containment that meets the requirements of 40 CFR 264, Subpart J. 
 
C2.A(3) Description of Feed Systems, Safety Cutoff, Bypass System, and Pressure 

Controls 
{R 299.9615 (1) and 40 CFR 270.16 (c)} 

 
C2.A(3)(a) Feed Systems  

{R 299.9615 (1) and 40 CFR 270.16 (c)} 
 
See Table C2-1, Appendix C2-5 and Appendix C2-6. 
 
Loading and unloading operations of the process pits are constantly monitored by plant 
personnel to ensure against overfilling and the maintenance of adequate freeboard. Dynecol 
personnel will also maintain a written log of all materials received in each process pit.  If the 
equipment personnel observe a condition which does not providesufficient freeboard to 
allow proper treatment withi the pits, the operator will cease mixing and remove material as 
necessary. 




























